TECHNICKY SKUSOBNY USTAV PIESTANY, &.p. PSNAS
S Krajinska cesta 2929/9 _ Reg. No. 009/P-018
® 921 01 Piestany, Slovenska republika

Notifikovana osoba &. 1299/ Notified Body No. 1299 =

CERTIFIKAT / CERTIFICATE
EU SKUSKA TYPU | EU-TYPE EXAMINATION

Modul / Module: B
¢./No. 181299285

vydany podra prilohy &. lll, €ast’ 1 Nariadenia EP a R (EU) 2016/426
issued in accordance with Annex No. lll, Part 1, to Regulation (EU) 2016/426 of the European
Parliament and of the Council

Vyrobca/Manufacturer: ATTACK s.r.o., Dielenska Kruzna 5020,
038 61 Vratky, Slovenska republika / Slovak Republic

Vyrobok/Product: Nastenny plynovy kondenzaény kotol na plynné paliva, zhotovenie B,,,
C13 kategéria Loy, lsgp

Wall hung condensing boiler, burning gaseous fuels, type B,s, Cys
categories Iy l:pp

Typ/Type: ATTACK KT Plus ATTACK KST Plus
ATTACKKZT Plus  ATTACK KT Small Plus

IdentifikaCné ¢islo vyrobku/ Product ID Number CE-1299CT0285

Tymto certifikdtom TSU Piestany §.p. ako notifikovana osoba potvrdzuje, Ze preskusana vzorka spifia
zakladné poZiadavky na bezpecnost podla nasledujlcej eurépske; legislativy:

This certificate TSU Piestany, &.p. as Notified Body confirms the conformity the tested sample with the
essential safety requirements of the following European Legislation:

NARIADENIE EUROPSKEHO PARLAMENTU A RADY (EU) 2016/426

o spotrebi¢och spalujicich plynné paliva

REGULATION (EU) 2016/426 OF THE EUROPEAN PARLIAMENT AND OF THE COUNCIL
on appliances burning gaseous fuels

Certifikat bol vydany na zaklade nasledujiceho dokumentu: Sprava o postdeni zhody &. 180500090/1
zo diia 15.05.2018.

Certificate has been issued on the basis of this document: Conformity assessment report No.
180500090/1 Dated of 15 May 2018.

C€ 1299

Datum vydania/ Issue date: 16 May 2018

Platnost do/Expiry date: (v néslednej kombinacii podra modulu C2/ following procedure according to Module C2)
Vydanie / Issue: 1

095987



Specifikacia/Specification

Krajiny uréenia Pouzivané pripojovacie tlaky Kategéria spotrebica
AT Austria 20 mbar 50 mbar lon 4 lagp .
BG Bulgaria 20 mbar, 29-30 mbar I2n, lagsp
CH Switzerland 20 mbar, 50 mbar lon, lagip
cz Czech Republic 20 mbar, 29-30 mbar lom, l3sip
DE Germany 50 mbar lssip
EE Estonia 20 mbar, 29-30 mbar 2w, lasp
ES Spain 20 mbar l2n
Fl Finland 20 mbar, 29-30 mbar Ion, lagp
GB Great Britain 20 mbar l2H
GR Greece 20 mbar, 30 mbar Ion, l3gp
HU Hungary 25 mbar l2H
IE Ireland 20 mbar I21
IT Italy 20 mbar lan
Eilr Lithuania 20 mbar, 29-30 mbar I2n, I3s/p
LV Latvia 20 mbar, 29-30 mbar Ion, lagip
NL the Netherlands 25 mbar, 30-50 mbar lai, lagp
NO Norway 20 mbar lon
PT Portugal 20 mbar, 29-30 mbar I2n, lasp
RO Romania 20 mbar, 29-30 mbar lon, lasip
SK Slovakia 20 mbar, 29-30 mbar I2n, lagip
Sl Slovenia 20 mbar, 29-30 mbar o, lagse
SE Sweden 20 mbar lon
TR Turkey 20 mbar 21

Eurépske harmonizované normy pouZité pre postdenie zhody:
European harmonized standards used for the conformity assessment:

EN 15502-1: 2012; A1:2015
EN 15502-2-1: 2012; A1:2016

Pravidla pre pouzivanie tohto certifikatu.

Je zakazané menit, doplfiovat alebo prepisovat Udaje v certifikate.

Tento certifikat nie je mo2né pouzit ako certifikat pre vyrobok, u ktorého bola vykonana bez sthlasu TSU
Piestany, §.p. zmena, ovplyviiujuca zhodu s pouzitymi normativnymi dokumentmi a predpismi.

Spolu s modulom B si vyrobca musi vybrat bud’ modul C2 alebo modul D. Pri samostatnom module B nie je
mozné umiestnit oznacenie CE s &islom notifikovaného organu na vyrobok/y.

The rules for use of this cerfificate.

It is forbidden to modify, amend or rewrite the data in the certificate.

This certificate cannot be used as a certificate for product, where a change influencing conformity with the applied
normative documents and regulations was done without approval of the TSU Piestany, $.p.

Manufacturer have to choose together with the module B either module C2 or module D. In the separate module
B is impossible to affix the CE marking with Notified Body Number for the product /s.




